VICTORIAN ELECTRICAL DISTRIBUTION NETWORKS (VEDN)
Guidelines to the separation distances required from other utility assets

Note: The following information is to be used as a guideline only. The Host Network Project specific standards/requirements and approved drawings will take precedence over the general information provided in this document.

1. Prior to any excavation you are required to confirm minimum separation distances required by the asset owner.

2. The utility may provide an exemption but this must be in writing

3. This table is based on trenches less than 1500mm wide
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